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t\quaDrY V = Annex A. Room Thermostat Info

AprilAire S86W Room Thermostat Set Up and Navigation

Dehumidifier operation is controlled via room thermostat, based on set configurations, parameters and set points.
Current dehumidifier models use AprilAire S86W Thermostat.

Information presented below covers only basic navigation and set up, relevant to current application; for detailed
information on this thermostat — refer to thermoestat manufocturer documentation.

* Thermaostat placement, installation and wiring instructions and infoe are provided in Installation — Outdoor Alr
Condenser chap-tj' of current manual and thermostat manual; refer as needed.

Mote that thermost h the dehumldlﬂer from the factory comes pre-configured; refer to
following info as/when need 2 f

Thermostat Wiring Terminals erm

Thermostat wiring terminals are shown on Pic. W-1 as a reference only — :‘nr K]g details for current application
refer to dehumidifier internal and field wiring diagrams Installation — Outdoor Air Condenser chapter of current

manual.
RH 24VAC supply heating® ( ( S - =
RC 24VAC supply cooling® GD (
W First stoge heat (conventional) / @ RC —
First stage auwxiliary (heat pump) @ W
" First stoge cooling (conventional) / (]D Y
First stage compressor (heat pump) (]D o
G Fan
S| |¢
c Common
&) [omB
ofe Reversing valve E (]D L
g System fault indicator (optional)
(heat pump only) (]D W2
_— Second stage heat (conventional) [ @ Y
Second stage auxiliary (heat pump) @ T2
Second stage cooling (conventional) [ GD T
Y2 Second stage compressor p—
(heat pump, GD 12
T&T2 Outdoor/remote temperature sensor @ I /C_
&2 Indoor Air Quality control output \-H
“Jumper between RC & RH is used in single Pic. V-1
transformer systems (see wiring diagrams). :
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AquaDry

Vector TCI-W Outdoor Air Condenser Controller — Set Up and Navigation

OAC fan operation is controlled via OAC built-in contreller, which adjusts OAC fan speed based on the compressor
head pressure.

¥- Annex B. OAC Controller Info

Current OAC models use Vector TCI-W Universal Controller. Basic info regarding the set up (for current
application) and navigation are presented below; for more details on this contraller — refer to controller
manufacturer documentation.

Naote that OAC controller typically comes from the factory pre-set and pre-configured — refer te following info
as/when needed. q
OAC Controlle a@f igation
Vector Controller display and na i keWa:rn on Pic. X-1.
Large Digits
Display of input or parameter

e T T T L value,

Display and Operation

Leop indication

Standard display (no button pressed
for 30 sec.): Mot visible.

Loop display: Bar at far left = Loop 1,
Bar toward right = Laogp 2

Small Digits

Display of setpoint, clock or
Mode paramieter numbser.
Display of oparation
rmiade
Vertical Bar
Indicators (sorolls upfdown, 100 resolution)
Standard display:

Active digital output
{arrow at far left=1,
bovward right=2)

Loop display:

Active digital stages

(1, 2, anidfor 3 Press > 2 gec.: Enter set-up
ATHNE]) CINCK, SCHEDLFS, HiC

Right (OPTION)
Preag 2 gei.: Select Contral Laop

{Parameter setting: ENTER to
select menu option, accept
parameler change)

Left (POWER)

Press < 2 sec.: Toggle ECONOMY-
COMFORT mode or switch from OFF
to N

Press = 2 sec.: Turm unit OFF. Text

OFF digplayed with currént time
(W22) temperabure (Wil)
(Parameter setting: ENTER to
select meEnu option, accept
parameter change)

up Down

Increass SET POINT

[ Paramiter setting:
SCROLL rmenu optisns

Decrease SET POINT

{Parameter setting: SCROLL memnu
options and parameters)

and parameters)

Contral symbols
Heating {Reverse) Active
Cooling (Direct) Active
Schedule Set
Manual Override
Fan Active

Operation mode symbaols
i Comfort (accupied): All contral functions operating per sat points

ﬂl Economy (unoccupied): Set points shifted according to 1L07, 2L07
OFF Energy Hold Off: Qutputs are off, inputs monitored for alarms

* |- (D)5

Pic. ¥-1
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Y- Annex C. OAC Accessory Box Installation Info

Vector TCI-W OAC Control Accessory Panel Installation and Wiring

Outdoor Air Condensers series MC-Z and NC-B, used with AguaDry dehumidifier, are typically provided with QAC
Accessory Control Kit to control/adjust OAC fan eperation (speed) based on the compressor head pressure.

Kit includes following:

=  Accessory Box, that contains Vector TC-W Universal Controller and other pre-wired electrical and control

devices.

o Wector Controller typically comes from the factory pre-configured. For basic info regarding controller
configuration.and-set up (applicable to Agqualbry dehumidifier OAC) and navigation — refer to Vector
TC-W OAC Controller Set Up and Navigation document; for more details on this controller — refer ta
controller manufacturer documentation.

o Internal wiring of the Accessory Bok i shown onthe Pic. ¥-1 below for reference only — box comes

from the factory internally wired.
»  Refrigerant Pressure Transducer.

VECTOR
CONTROLLER

24VAC TO
24vDC
CONVERTER

DDDL_l_J

VOUTGNDGND VIN

O TO

BLK REFRIGERANT

r
A
P S

REDD PRESSURE
) TRANSDUCER

-

o-10v
] TO ACC

GND ELECTRICAL
O FANEL

ACC2Z

AEC'D TO AQUADRY
] PAMEL

Lo Y.o0

Fic. ¥-1

October 2025
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